three inches = one foot

one and one half inches = one foot

one inch = one foot

one half inch = one foot three quarters inch = one foot

three eighths inch = one foot

one quarter inch = one foot

16

one eighth inch = one foot
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k\% SUB BASEMENT DEMOLITION PLAN
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&V/ SUB BASEMENT MECHANICAL PLAN @
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VA FORM 08-6231, OCT 1978

0 2 4' 8' 0 2 4' 8' 16
AMV CUTOUT AND CAP SECTION OF VENT FROM FLASH TANK. SEE DETAIL.
@ RELOCATE 1" RELIEF PIPING TO MAKE ROOM FOR NEW HX.
@ PROVIDE VENT CONDENSER HEAT EXCHANGER ABQVE EXISTING FLASH TANK AS LOW AS
POSSIBLE.
@ ROUTE 6” VENT FROM TOP OF HEAT EXCHANGER SLOPE UP AND TIE INTO EXISTING 6" VENT.
@ 4” SHHWS&R UP THRU FLOOR INTO BASEMENT MECHANICAL ROOM. CORE DRILL, SEAL AND
FIRE STOP PENETRATION. COORDINATE LOCATION WITH EXHAUST SYSTEMS AND STRUCTURE.
GENERAL PIPING NOTE:
A. FOR ADDITIONAL INFORMATION SEE PIPING DETAILS ON SHEETS 2—-H10 AND 2—-H13
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